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NOTE: The unit can be attached to a console or may be used 
 as a single door alarm when properly connected to a 

   horn and power supply.

Switch ratings are as follows :
Cylinder switch: 24VDC, 2Amp SPDT
Pashbar switch: 24VDC, 2Amp SPDT

5/8" Diameter

5/16"

LC

A. Drill 5/8"dia. wire access hole thru device side of door. B. Route cable through hole and connect wires to power
transfer (see "POWER TRANSFER"  instructions as needed).

NOTE:
1. Depression of push bar and retraction of latch bolt activates push bar switch for alarm initiation.
2. Insert and turn key into cylinder to activate or reset alarm.
3. Position slide cover plate back to mechanism case before use.
4. Cut device to proper length before connecting cable and switch wires.

Power
Transfer

Cable

When installing cylinder make sure
cam is facing towards hinge.
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DX SS Installation Instructions

Signal Switch Exit Device

01. WIRING SETUP

02. WIRE CONNECTION
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